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EQUIPMENT IDENTIFIED CONDUIT TRENCH LINE
| STAKE WITH GRADE INDICATED
EDGE OF ROADWAY OR PARKING AREA
NOTES:

1. ALL STAKES TO BE INSTALLED BY DEVELOPER.

2. STAKES & GRADE REQUIRED EVERY 100'FOR CONDUIT TRENCH LINE,
ON CURVED PORTIONS AT 25'INTERVALS, OR LESS IF REQUESTED.

3. STAKING REQUIRED FOR ALL TEC EQUIPMENT.

P-4, OFFSET STAKING REQUIRED FOR TEC EQUIPMENT -
TRANSFORMERS, HANDHOLES, PULLBOXES, SWITCHGEAR/LBC.
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REVISED NOTE 4 & REMOVED CONDUIT & S/L SYMBOL
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