
DENOTES LATEST REVISION

  13-21, 

 MINIMUM SPACE REQUIREMENTS FOR 600AMP 

  AUTO-THROWOVER PAD-MOUNTED SWITCHING 

 EQUIPMENT (PSE) ON GRADE INDOOR VAULT 
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600 2150

SEE 13-23, SHT. 1 OF 3

FOR PIT DETAIL
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PULLING IRON

SEE NOTE 1

NO. DATE REVISION

1 4-17-03

2

3

CK’D

TAMPA ELECTRIC CO. STANDARDS GENERAL RULES & SPECIFICATIONS UG.

MFK

SEE NOTES 2, 12 & 15

SEE NOTES 5 & 6

* *

* SEE NOTE 4
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MFK 8-21-03 SPLIT SPEC’S.

MOVED NOTE 9, COMMUNICATION CONDUIT NOTE 14
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